1.5 Types of Supply

1.5.1 Supply Application Based on Load

All new applications and upgrade of supply requirement can be classified into two (2) types of supply applications.

1) Supply Application For Load Up To 100 KVA

- Supply from existing supply mains or
- Establishment of new supply mains or
- Establishment of new substation/substations
- Submission of applications to TNB by Electrical Contractor registered with the Energy Commission

2) Supply Application For Load Exceeding 100 KVA

- Supply from existing supply mains or
- Establishment of new supply mains or
- Establishment of new substation/substations
- Submission of applications to TNB by Electrical Consultant Engineer registered with the Board of Engineers Malaysia

Note: Establishment of new supply system may require the construction of a new substation/substations and its related ancillaries.